2 sQ. PROVIDE 18" OF SLACK ABOVE TOP OF VALVE BOX

| VALVE BOX DROP LID STAMPED WITH "SEWER”
/—FINISHED GRADE

; 4,000 PSI CONCRETE

COLLAR, WITH 6X6 #6
WIRE REINFORCEMENT

\6" SCREW TYPE VALVE
BOX

AS REQUIRED

L 6" 1

d 3

\~ FORCE MAIN

GREEN COATED 12-GAUGE
SOLID COPPER DETECTION
WIRE TAPED TO FORCE
MAIN PIPE

NOTES:

1. IF TONING WIRE BOX IS LOCATED WITHIN
PAVEMENT, CONCRETE COLLAR IS NOT
REQUIRED. SEE ALSO NOTE 2 ON DETAIL
S-1.01 REGARDING LOCATION WITHIN DELDOT
ROADWAY.

2. LID MUST BE ADA COMPLIANT IF LOCATED
WITHIN A PEDESTRIAN WALKWAY.
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